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he Town of Nashville Utilities wants you, our customers, to be

informed of the excellent quality of our water. This report is a
summary of the quality of water provided to our customers last
year.

Included in this report are details about where your water comes
from, what it contains, and how it compares to standards set by
regulatory agencies. The Town of Nashville Utilities is committed
to providing you with information about your water supply,
because customers who are well informed are our best allies

in supporting improvements necessary to maintain the highest
drinking water standards. For more information about your
water, call our Customer Service at 812-988-5526 and ask for
Phyllis Carr.

Water Quality Tables

The presence of these contaminants in the water does not necessarily indicate that the
water poses a health risk. Unless otherwise noted, the data presented in these tables

is from testing done January 1 to December 31, 2021. The state requires us to monitor
for certain contaminants less than once per year because the concentration of these
contaminants are not expected to vary significantly from year to year. Some of the data,
though representative of the water quality is more than one year old.

What Is a Part Per Million?

The units of measure for contaminants in the table are primarily milligrams per liter
(mg/l). One mg/l is the same as one part per million (ppm). Some comparisons for 1
ppm are one penay in $10,000 or one inch in almost 16 miles.

Special Concerns

Some people may be more vulnerable to contaminants in drinking
water than the general population. Immuno-compromised persons
such as persons with cancer undergoing chemotherapy, persons
who have undergone organ transplants, people with HIV/AIDS

or other immune system disorders, some elderly, and infants can
be particularly at risk from infections. These people should seek
advice about drinking water from their health care providers. EPA
and CDC guidelines on appropriate means to lessen the risk of
infection by Cryptosporidium and other microbial contaminants are
available from the Safe Drinking Water Hotline at (800) 426-4791.

If present, elevated levels of lead can cause serious health prob-
lems, especially for pregnant women and young children. Lead in
drinking water is primarily from materials and components asso-
ciated with service lines and home plumbing. Town of Nashville
Utilities is responsible for providing high quality drinking water, but
cannot control the variety of materials used in plumbing compo-
nents. When your water has been sitting for several hours, you can
minimize the potential for lead exposure by flushing your tap for 30
seconds to 2 minutes before using water for drinking or cooking. If
you are concerned about lead in your water, you may wish to have
your water tested. Information on lead in drinking water, testing
methods, and steps you can take to minimize exposure is available
from the Safe Drinking Water Hotline or at http://www.epa.gov/
safewater/lead.

We Welcome Your Interest

If you are interested in learning more about the water department policy and
water quality, contact the office of the Town Administrator at 812-988-5526. if
you would like to attend meetings regarding your water system, the Nashville

Town Council meets at 6:30 pm the third Thursday of each month at 200

Commercial Street, Nashville, Indiana. Town Council Meetings are open to the

public.

@ é\\Amelican Water Works Association
Dedicated to Safe Drinking Water

Customer Service: 812-988-5526
Billing Office: 812-988-7064

Your water source

The sources of drinking water (both tap water and bottled water)

include rivers, lakes, streams, ponds, reservoirs, springs, and wells.

As water travels over the surface of land or through the ground, it

dissolves naturally occurring minerals and, in some cases,

radioactive material, and can pick up substances resulting from
the presence of animals or from human activity. Contaminants that
may be present in source water include:

e Microbial contaminants, such as viruses and bacteria, which
may come from sewage treatment plants, septic systems,
agricultural livestock operations, and wildlife.

¢ Inorganic contaminants, such as salts and metals, which can
be naturally-occurring or result from urban storm runoff,
industrial or domestic wastewater discharges, oil and gas
production, mining or farming.

e Pesticides and herbicides, which may come from a variety of
sources such as agriculture, storm water runoff, and
residential uses.

¢ Organic chemicals, including synthetic and volatile organic
chemicals, which are by-products of industrial processes and
petroleum production, and can also come from gas stations,
urban storm water runoff, and septic systems.

»  Radioactive materials, which can be naturally occurring or be
the result of oil and gas production and mining activities.

In order to ensure tap water is safe to drink, EPA prescribes

regulations that limit the amount of certain contaminants in water

provided by public water systems. Food and Drug Administration

(FDA) regulations establish limits for contaminants in bottled

water, which must provide the same protection for public health.

All sources of drinking water are subject to potential

contamination by substances that are naturally occurring or

man made. These substances can be microbes, inorganic or

organic chemicals and radioactive substances. All drinking water,

including bottled water, may reasonably be expected to contain
at least small amounts of some contaminants. The presence of
contaminants does not necessarily indicate that the water poses

a health risk. More information about contaminants and potential

health effects can be obtained by calling the Environmental

Protection Agency's Safe Drinking Water Hotline at

1-800-426-4791.
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TOWN OF NASHVILLE UTILITIES
2022 WATER SOURCES




Brown County Water Util

, Inc. 2021 Consumer Confid

| Nashville received 100% of it's water from Brown County Water in 2021.

ADDITIONAL INFORMATION:

Data list is from 2021 or the most recent testing in accordance with regulations No samples

(1) Levels detected represent the 90 percentile value as calculated from
(2) No Lest results were above AL

lotal samples in test year.

(3) While your drinking water meets EPA standards for arsenic, it does conlain low levels of arsenic. EPA standards balances the
current understanding of arsenics possible health eflects against the costs of removing arsenic from drinking water. EPA
conlinues to research the health effects of low levels of arsenic, which is a mineral known to cause cancer in humans at high

concenlralions and is linked to other health effects such a skin damage

and circulatory problems

Citizens Energy Group 2021 Treated Drinking Water Quality Data

In addition to preducing our own water, Brown County Water Litility, Inc. purchasss water from Citizens Energy

Ideal oo #8es Alsaabile Gmm, Nal llee are the pameroe albie contammant f2 whieh me
Substance MCL Highest Result and | Goals Compllance | Likaly Sourca of (ested thal were not detected We are proud thal your drinking waler meets or exceeds all
Range Detected MCLG Achleved? | Contamination Federal and State raquirements We have learned through our monitaring and lesling thal
Laad snd Capper [2014) some constiluents have been detected The EPA has determined that your water IS SAFE at
T IR ion these levels
Lead (1) (2)(2020) 15 ppb Wmvatemenea J6pb | 0ppb Yes ﬁ"u'.i"i'f.? of Customer
T ) Corrosion of Customer In Addition (o producing our own water, Brown County Water Utiity purchases
Copper (1)(2)(2020) 13ppm=AL | #nautemesde WSty | 1.3 ppm Yes | Flumbiing water from Citizens Energy Group and Jacksan County Water Utility, Inc The
Nrguleted Comaminants following information s provided as required relative to those supplies
Disinfectant Resldual:
defites uss —_———
Free Chlorine (ppm) MRDL=4 | 152(1.40-1.69) I MROLG=4 | Yes [ \\‘mrtn Sdtve us=d Vo conal
miersbes
Michatrganting: I I I I *DEFINITIONS:
€ Cali MRDL=1 ND ND Yes Human or animal wasta
e - Ni samples had lower
Grga i< Didniection By Producs 90th Percentile Nln(-ety Percent of p
Haloacetic Acids (HAAS) —ics = 5 values than the value indicated.
aloacetic Acids = & goal By-product of drinking water . o
(ppm) 60ppb {range=118-27.6) for total Yes e n, 0 crining Action level - The conc ofac vant which, if
Total Trihalomethanes 80 b RAA=33 8 No goal By-product of drinking waler exceeded, triggers treatment or other requirements that a
(TTHM} ppmi PP {range=23 7-67.0) for total Yes disinfection water system must follow.
Inorgunic: Average level - Regulatory compliance with some MCLs are
Arsenic {pphi (31 2020) 10 prs L5 pph [ Ve Ercuion of natural depmits based on running annual average of monthly samples
B [{ } {2020 2 0.0738 [ e E | . . T
atha frpndt ’ Len R = N:L;T:e;;::L:':::l:nem CFU/ml - Colony forming units per milliliter.
Fluorids 2020 4 01 4 Ye . . . .
uoride (ppm) (2020} ppm ppm Ppm bt additive Colony Forming Unit - An area of visually distinct bacterial
Sodium (ppm) (2017) itrgglbated] 766 ppm unregulated Yes N‘a‘:n'““P"”-“:‘"‘* e growth which may result from a single bacterium or pairs,
Organic; St = clusters or chains of bacteria,
L ional i A RAA) -
Nitwate [poml (2013} | 10pom | 02 [ 10mpm | Ves | Fermiieer septic tank faschata Annual ge (LRAA) - Average of
" e four most recent quarterly samples, for each sample site,
Radionudides: the fi t Fq rterly ples, { h ple sit
Bata/phaton emitters 4 mremiyr 1 4(ange = 14-14) 3 Yes Dty ol natira and ran-made colle.cted for reporting purposes -
120191 Hemesty C Level {MCL) - The highest level of
Combined Radium 5pCillL 15{range = 15-15) 0 Yes Erosion of natural deposits a contaminant that is allowed in drinking water. MCLs are set
226/228(2019) . X .
= as close to the MCLGs as feasible using the best available
Gross Alpha Excluding
Fradon and Uranlum 15 pCi/L 0,47 (range = 0.47-0.47) 0 Yes Erosion of natural deposits treatment technology.
2019 imum C inant Level Goal (MCLG) - The level

of contaminant in drinking water below which there is no
known or expected risk to health. MCLGs allow for a margin
of safety.

I Dicinfe

Level (MRDL) - The
highest level of a disinfectant allowed in drinking water.
There is convincing evidence that addition of a disinfectant
is necessary for control of microbial contaminants.

il idual Disinf Level Goal (MRDLG) - The
level of a drinking water disinfectant below which there is

ded to

Gro ing infarmation i i rolati A
s h:D Tﬂl:ll.:wm nianmation is pravidod ralative to that supply . Possible’s no known or expected risk to health. MRDLGs do no reflect
':""“"“s o MCLG(goal) | MCL{limit)/AL | "L 0/ I:r;;:l !n_::" I.iidoilt"::m- fam? the ben-efit.? of the use of disinfectants to control microbial
Arsenit (pgti] 0ppb 10 ppb Yes ND-16ppb Erosion of Natural Diupsits contamination dintion absorbed
Baram (g 2ppm 2ppm Yes 0042-028 ppm Erosion of Natural =ity bMRiMl; “’;'“"e"‘s per year (a measure of radiation absorbe
" the body.
N Natural deposits & Y N
Fluoride (ppm) 4ppm 4ppm Yes 0.26-0.97 ppm vl NA - Not applicable
Mtrate {ppm) 10 ppm 10 ppm Yes ND - 3.6 ppm Fartilizer, septic tank laachato pCi/l - Picocuries per liter is a measure of radioactivity
5ol b 50 bob 50 00b v ND rerlkad in water. A picocurie is 10-12 curies and is the quantity of
. ' il et S N . :
wlenum {ppb) ppl ppl es ,.rl:'..l-. e radioactive material producing 2.22 nuclear transformations
Sadium fppm A HA A 12 - 120 ppm E-aiian =F Natiral Depests, taachng per minute.
Simasine (ppb) A pab Appt Yes NO - 055 ppb Hesbiride rusoff ppm - parts per million. Equivalent to milligrams per liter
13 ppm 025 ppm 15 the 90th - - n
Copper {(ppm) (2021 dtal| 1.3 ppm 90th pertamie) Yes porcantle (0 of 73»AL) | COTON of customer plumbing [{ i/l)- i . | " o
- parts per billion. Equivalent to Micrograms (u:
Lead (ppb) (2021 data) 0ppb J5ero | ves 77ppbisthe 90t oo ot customer plumbing PP - parts p N 9 9
190th percentile) percentile (2 of 73>At) Total Organic Carbon (TOC) - a measurement of natural
Aluminum (ppb) NA 200 ppb NA ND - 144 ppb heenaiiign o and man-made organic material in the water. TOC reacts
Chioride (ppm) - 250 oo A 17170 00 Taniral depotis bwatar with disinfectants to form disinfection by-products.
il Fp PP Acldiiive Tr Technique (TT) - A required process ir
Irm":ﬁr';“il NA 0.3 ppm NA ND 0053 ppm: E"; o of :"""‘ :"I':I""' unlail] reduce the level of a contaminant in drinking water.
otal THhalomethares y-product of chiorinston
Pt NA 80 ppb (LRAA) |  Yes 18-71ppb idhirs
Haloacetic acids By pradud of chisnnation ="V . ——————— =1
Py NA 80 ppb (LRAA) | Yes 15-56 ppb Fragpels

(1) Levels detected represent the 90\ percentite value as calculated fram
{2) No lest results were above AL

lotal samples in lest year.

Contaminaniy
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1 Total Organic Carbon (TOC) removal percentages ranged from 33 4% 1o 45 2%

3 Data listed are from 2015 and are the most recen lesting done in accordance with
regulalions

4 No siles enceeded the Action Level for either Lead or Copper.
5 Chlaramine levels ranged from 073 to 30 ppm, with an average of 2 24 ppm
& Aversge isted is the greatest LRAA for any sample site during 2021 Total trihalomethane

leveks ranged from 325 (0 71 9 ppb Some peaple who drink water containing
i in eacess of the MCL ovec many years could experience problems
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LISTED ABOVE ara 13 cantaminants delecied in Bloominglon 5 drinking water duning 2021 All are within allowabls levels Nol

contaminants for which we tesied that were not delected

with theic liver, kidneys, or central nervous systems and may have intreased risk of getting
saneas

7 Average listed is the greatest LRAA for any sample site duding 2021 Haloacetic acids
(HAAS} levels ranged from 21 & to 68,5 ppb Some people who drink waler containing
haloacefic acids in excess fo the MCL over many years may have an increase risk of
getling cancer.
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Violation Explanstian

We Talled t wibmit ample rewts or repart a [alure 1o et our drink.ng water in a timely manner.




